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(HALF VIEW) SHOWN - ALHAMBRA

FOUNDRY NO. A-2020.
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3/4" CRUSHED ROCK.

GRATING: AS SHOWN-ALHAMBRA
FOUNDRY NO. A-2237,

12" DIA. x 12" LENGTH
VITRIFIED CLAY PIPE.

6" OF 34" CRUZ

3/4" CRUSHED ROCK ———

RIVERSIDE PUBLIC UTILITIES DEPT.—UNDERGROUND STRUCTURES

VAULTS,

soPoad: &' "C. -
le— 24" 50, MIN.— >

OPEN SUMP
MANHOLES & ENCLOSURES

GRATES:
ALHAMBRA  FOUNDRY—
(147 SQ.) NO. A-20I0
(14" DIA.) NO.A-2020
(15)4'DIA) NO. A-2237
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SLOPE FLCOR TO SUMP
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NOTES:
OTHER EQUAL GRATES MAY

BE USED IF PRIOR DEPART—
MENT APPROVAL IS OBTAINED.

GRATES NOT REQUIRED ON
SUMPS 6 OR LESS IN DEPTH.
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